" Each permitteee (with the exception of DCR), shall measure using a recording meter flows from the property under their control TO THE OIL WATER SEPARA NGLING flows from other sources.

RIM EL. 8.2 RIM EL. 8.2
REBAR NOTES:
1. MINIMUM DEVELOPMENT LENGTH OF 28" SHALL BE MAINTAINED FOR ALL BARS. PRECAST
15" RCP INV 4.00
2. MINIMUM HOOK DEVELOPMENT LENGTH OF 14" SHALL BE MAINTAINED FOR ALL HOOKS, 00 —\ REINFORCED
3. MINIMUM LAP SPLICE LENGTH OF 48" SHALL BE MAINTAINED. X CONC. MANHOLE
4. PROVIDE 12" COMPACTED GRAVEL OR 6" LEAN CONCRETE UNDER THE BASE SLABS. Y \ \
5. SHAPED INVERT CHANNEL SHALL BE PROVIDED UP TO THE SPRING-LINE OF THE LOWEST PIPE
ENTERING AND LEAVING ALL STRUCTURES, OR AS OTHERWISE DIRECTED BY THE ENGINEER. . - .
6. REINFORCEMENT SHALL NOT BE IN CONTACT WITH STEEL PIPE. SEE TOP SLAB TO PRECAST GASKET COLLAR 6 40 6
7. AJOINT SHALL BE CAST INTO THE TOP OF ALL CIP STRUCTURES TO MATCH THE BASE OF WAL CONNESTION REINFORCED GASKET COLLAR
PRECAST RISER SECTIONS PER THE MANUFACTURERS RECOMMENDATIONS. CONG. MANHOLE — | o . @
8. COVER OVER REBAR SHALL BE 2" DETAIL ON 000-C-8027 o 23
9. OIL RESISTANT GASKETS CONFORMING TO ASTM C-443 SHALL BE USED ON ALL REINFORCED #7 @ 6" (TYP) w6 ar)
CONCRETE PIPE, MANHOLE AND BOX CULVERT JOINTS. JOINT MATERIAL SHALL BE NITRILE OR A \ - /| [ _
MATERIAL APPROVED BY THE ENGINEER. ' : i 3
10. SEE NOTES ON SHEET 000-C-0001 FOR SPECIAL SUBGRADE PREPARATION AND BACKFILL k |
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